
AUTOMATIC TRANSFER SWITCH SPECIFICATION 26 36 23

TAG LOCATION VOLTAGE DESCRIPTION

ATS-1AB1 BUILDING 1
BASEMENT

400A 480V, 3
PHASE, 4 WIRE 4

POLE WITH
CLOSED

TRANSITION
BYPASS/

ISOLATION

AUTOMATIC TRANSFER SWITCH
WITH BUILT IN POWER METERING,

ASCO 7000 SERIES AUTOMATIC
CLOSED-TRANSITION SWITCH WITH

OPTIONAL ACCESSORIES 5150
CONNECTIVITY MODULE IN NEMA 1
ENCLOSURE,  7ACTSB3400N5XC OR

APPROVED EQUAL .

LOW VOLTAGE TRANSFORMERS

TAG LOCATION
EQUIPMENT

SERVING
VOLTAGE DESCRIPTION

1T-X BASEMENT
MECHANICAL

ROOM

POWER PANELS
FROM 480V

PANEL AB-HEQ3
TO 120V PANELS

AB-LEQ3

112.5KVA - 480V
DELTA  PRIMARY,

208Y/120VAC
SECONDARY, 3
PHASE, 4 WIRE

60 HZ, 5%
Impedance

Copper Windings

ENERGY EFFICIENT GENERAL
SERVICE, DRY TYPE, FLOOR

MOUNTED, COPPER WINDINGS,
TRANSFORMER SQUARE D

EE112.5T3HCU OR APPROVED
EQUAL
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